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Utility Panel UP-235
100 A, 208/120 V, 3-Phase, 4-Wire

Lighting Panel LP-255
100 A, 208/120 V, 3-Phase, 4-Wire

Controller Cabinet #TOS-13EA

Controller Cabinet #TOS-13EB

Utility Panel UP-244 100 A, 120/240 V,
1-Phase 3-Wire, with 25 kVA Transformer,
480-120/240 V

Telephone Terminal Box #TEL-13E

Scada Communication Terminal Box
#COM-13E

Fiber Optic Splice Closure #FSC-13E
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1. This plan sheet is a record drawing from
Skyway Structures contract. The Contractor
shall verify the existing installation. See
sheet EE-285 from Skyway Structures,
contract No. 04-012024.

2. The installed components shall not be
limited to the ones listed below, but
shall be a complete installation. For
details, see Bridge Structures Girder
Eqs-l-bound -I-yplcql Details sheets.

- Furnish Gnd install the 15 kV cables
into existing cable -I-roy shown on this
drawing. See sheet E-83

- Furnish and install the TOS fiber optic
cables into existing cable tray and
conduits shown on this drawing. Pull
a 72 fiber in the main tray and
terminate in the splice closure. See
sheet E-983. L.

- Inspect for system ground continuity.
See sheets E-839 and E-840.

3. All cable trays, conduits and equipment
shown on +this drclwmg are existing. Bold
ones are to be used for pulling cable.

SHEET NOTES:

@ Furnish and install splice cable tray as
shown on sheet E-836, section detail 2.

@ Mount splice cable tray between diaphragms
and secure properly See sheet E-836,
section detail 4.

Contractor shall locate the splice cable
tray at Station 69+47 as shown on E-806.

Furnish and install two 12 fiber optic cables
from Fiber Op+|c Splice Closure to
Controller Cabinet. Route via pull box

PB-2B. Coil 3m of cable inside Controller
Cabinet for connections by others. The
coiled end of the fiber optic cables shall
be terminated with mated connector. See
sheets E-972 and E-973.

Pull and terminate 50 golr telephone cable
in Telephone Terminal Box. See sheets
E-961, E-963 and E-965.
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